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GENERAL NOTES - CONSTRUCTION

1. SEE INTERIOR ELEVATIONS FOR ADDITIONAL 
INFORMATION ON WALL FINISH MATERIALS 
AND TYPICAL MOUNTING HEIGHTS REQUIRED.

2. SEE GENERAL CONSTRUCTION NOTES ON 
SHEET G001.

3. SEE REFLECTED CEILING PLANS FOR CEILING 
FINISH MATERIALS.

4. THE CONTRACTOR SHALL VERIFY ALL 
EXISTING CONDITIONS AFTER DEMOLITION IS 
COMPLETED.

5. ALL LOCATIONS WHERE INFILL WALLS MEET 
EXISTING WALLS WITH NEW GWB FINISH 
SURFACES SHALL ALIGN AT ADJACENT EDGES 
UNLESS OTHERWISE NOTED.

6. EXISTING WALLS SHOWN WITH ADDITIONAL 
LINES GRAPHICALLY REPRESENT NEW 
FINISHES AND SHOULD NOT BE SCALED OR 
DIMENSIONED FROM. PARTITIONS SHOULD BE 
BUILT AND FINISHED ACCORDING TO 
PARTITION AND FINISH SCHEDULE.

7. COORDINATE AREAWAY DRAINS AND FLOOR 
DRAINS WITH PLUMBING DRAWINGS.

8. PROVIDE BLOCKING FOR GRAB BARS, 
PLUMBING FIXTURES, MILL WORK AT ALL 
REQUIRE LOCATIONS.

9. ALL DIMENSIONS INDICATED WITH A ± 
REPRESENT FIELD MEASUREMENTS TO BE 
PROVIDED TO ARCHITECT AND VERIFIED BY 
CONTRACTOR.

10. SEE DOOR SCHEDULE FOR ALL  DOOR SIZES, 
DOOR INFO AND DETAILS.

11. ALL GLASS WITHIN 18” A.F.F. AND/OR WITHIN 
4’-0” OF A DOOR SWING SHALL BE TEMPERED 
SAFETY GLASS.

12. ALL EXISTING WALLS TO BE PATCHED WHERE 
EXISTING WALLS WERE REMOVED.

13. PROVIDE LEVELING COMPOUND OVER ALL 
EXISTING CONCRETE FLOOR AREAS TO 
RECEIVE NEW FLOOR COVERING. NO 
FLOORING TRANSITIONS ARE TO EXCEED 1/2" 
IN HEIGHT.

14. PROVIDE IN-WALL BLOCKING AS REQUIRED.
15. PROVIDE IN-WALL BLOCKING FOR ALL FUTURE 

BUILT-IN CASEWORK WHERE INDICATED.
16. PATCH EXISTING GWB AT ALL LOCATIONS 

WHERE A PARTITION HAS BEEN REMOVED.
17. AT ALL AREAS OF MEP/FP EQUIPMENT 

REMOVED FROM WALLS, CONTRACTOR TO 
PATCH / REPAIR HOLES IN FINISH FROM 
REMOVED FASTENERS. BLEND PATCHING TO 
MATCH EXISTING FINISH TO REMAIN.

18. SEAL AIR TIGHT ANY PENETRATIONS MADE 
THROUGH AIR & VAPOR BARRIERS.

19. PAINT ALL (N) AND (E) GWB & PLASTER 
FINISHES IN WORK AREA UNLESS NOTED

20. INTERIOR DIMENSIONS ARE INDICATED TO 
FINISH WALL (CMU OR GYPSUM BOARD) 
MATERIALS. U.N.O.

21. MEP/FP ELEMENTS SHOWN ARE SCHEMATIC 
AND ARE PROVIDED FOR REFERENCE. ONLY. 
REFER TO MEP/FP DRAWINGS & 
SPECIFICATIONS FOR MORE INFORMATION.

22. EXTERIOR MASONRY DIMENSIONS ARE 
INDICATED TO CENTERLINE OF JOINTS.

23. WINDOW DIMENSIONS ARE TO CENTER LINE OF 
OPENING; DIMENSIONS ARE NOMINAL. SEE 
CURTAIN WALL, DOOR & WINDOW SCHEDULE 
AND DETAILS FOR ACTUAL OPENING 
DIMENSION REQUIRED.

24. PROVIDE LEVELING COMPOUND AS REQ. FOR 
PROPER TILE INSTALLATION TO ACHIEVE 
SMOOTH, LEVEL, FLUSH FINISH.

25. ALL MATERIAL INSTALLATION TO BE LEVEL & 
PLUMB.

26. SEE A130 SERIES FOR ALL FINISHES.
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1 Floor 01_Floor Plan

1/4" = 1'-0"A 1.01

2 Floor 02_Floor Plan

WINDOW SCHEDULE

Type Count Manufacturer Description Width Height Comments

A 4 MARVIN - MODERN CASEMENT 40" 88" (1) Tempered glazing

B 2 MARVIN - MODERN PICTURE 54" 88" (1) Tempered glazing

C 4 MARVIN - MODERN AWNING 66" 24"

D 8 MARVIN - MODERN CASEMENT 36" 54"

E 1 JELD-WEN - PREMIUM VINYL CASEMENT 23 1/2" 41 1/2" Match Existing, VIF

F 1 JELD-WEN - PREMIUM VINYL CASEMENT 17 1/2" 35 1/2" Tempered glazing - Match Existing, VIF

DOOR SCHEDULE

Mark Function Width Height Thickness Comments

101 SINGLE POCKET 3' - 0" 7' - 0" 1 3/8" GLASS DOOR LEAF, COORDINATE SPEC WITH OWNER

201 SINGLE HINGED 2' - 6" 6' - 8" 1 3/8" LEAF DETAILS TO MATCH EXISTING, V.I.F.

202 SINGLE HINGED 2' - 6" 6' - 8" 1 3/8" LEAF DETAILS TO MATCH EXISTING, V.I.F.

203 SINGLE POCKET 2' - 6" 6' - 8" 1 3/8" LEAF DETAILS TO MATCH EXISTING, V.I.F.

NOTE: MAX U-VALUE OF 0.30 FOR NEW FENESTRATION

N ISSUE DATE

1 ISSUED FOR PRICING 04/18/2024

2 ISSUED FOR PERMIT 05/24/2024

3 ISSUED FOR CONSTRUCTION 08/05/2024
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View from the House – Facing South toward the Wetlands of Danehy Park
The window reconfigurations on the south wall overlook this view.



Front of House – Looking South



Back of House – Looking North





Conceptual Design Approved by BZA Final Architectural Plan

Side-by-Side Comparison: Conceptual Design vs. Final Architectural Design
Demonstrating Minimal Changes for Functionality and Aesthetic Balance, with the Same Number of Windows (7) 
Maintained in Both Designs
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